
GENERAL NOTES:
1. THIS PROJECT SHALL COMPLY WITH ALL
GOVERNING REGULATIONS, ORDINANCES, BUILDING
CODES, OR COVENANTS OF THE AREA IN WHICH IT IS
BUILT.
2. APPROVAL BY AN INSPECTOR DOES NOT
CONSTITUTE AUTHORITY TO DEVIATE FROM THE 
DRAWINGS OR SPECIFICATIONS.
3. THE CONTRACTOR SHALL SCHEDULE WALK-
THROUGHS AT EACH OF BELOW NOTED INTERVALS:

A. PRIOR TO THE COMMENCEMENT OF
CONSTRUCTION.

B. PRIOR TO THE COMMENCEMENT OF ALL
MECHANICAL + ELECTRICAL WORK.
4. PROVIDE ALL NECESSARY BARRICADES, WARNING
SIGNS, + DEVICES TO PROTECT PUBLIC +
CONSTRUCTION PERSONNEL DURING CONSTRUCTION.
5. MAINTAIN ALL REQUIRED ACCESS + EGRESS
DURING CONSTRUCTION.
6. VERIFY ALL DIMENSIONS ON SITE
7. ALL INFORMATION IS PRVIDED BY THE CLIENT

PROJECT INFO:
PROJECT NUMBER: 2202-05
PROJECT ADRESS:  Seattle, WA 98115 
PARCEL NUMBER:    1111111111
LOT AREA:                 13200 Sq Ft

PROJECT TEAM:
ATVAGA LLC
170 W Dayton St, Ste 204 Edmonds, WA  98020 US
GAYDAR HAMIDOV
ANNA SENCHENKO 
CONTACT: anna@atvaga.com 

CONTRACTOR:
TBD

CLIENT:
NAME:  
E-MAIL:
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DUE TO LIMITED SITE AND PROJECT INFORMATION, ATVAGA ACCEPTS NO LIABILITY FOR 
THE CONTENT OF THIS FEASIBILITY STUDY OR FOR THE CONSEQUENCES OF ANY 
ACTIONS TAKEN ON THE BASIS OF THE INFORMATION PROVIDED IN THIS FEASIBILITY 
STUDY.
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A1

 S
ea

ttl
e,

 W
A

 9
81

15

GH

2022-06-27

 S
ea

ttl
e,

 W
A

 9
81

15

VICINITY MAP
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Drawing Index
Sheet No. Sheet Name

A1 Site plan. Existing and Proposal
A2 Basement. Existing
A3 1-st level. Existing
A4 2-nd level. Existing
A5 Roof plan. Existing
A6 1-st level. Proposal
A7 2-nd level. Proposal
A8 Roof plan. Proposal
A9 Elevation North, South. Existing

A10 Elevation West, East. Existing
A11 Elevation North, South. Proposal
A12 Elevation West, East. Proposal
A13 1-st and 2-nd level. ADU-Proposal
A14 Foundation, Framing Plans, Details
A15 Roof plan. ADU-Proposal.
A16 Elevation North, South, West, East.

ADU-Proposal
A17 Schedules and specifications
A18 Energy form. Additional
A19 Energy form. ADU

1" = 20'-0"1 Site plan. Existing

3 3D View 1. Existing 5 3D View 2. Existing

4 3D View 3. Existing 6 3D View 4. Existing

1" = 20'-0"2 Site plan. Proposal

N N

If you are interested to build some structures out of the setback lines , it 
should be approved with the city and may delay the building permit approval.

REFERENCE:
- THE 2018 INTERNATIONAL

RESIDENTIAL CODE (IRC)

Percentage Of Lot Coverage 35% 24%

Total Lot SF 13200

Total Amount Of Lot Coverage 3210

Deck 678

House 1130 1402

Max Allowed Proposed Existing

LOT COVERAGE TABLE

Percentage Of Impervious Coverage 29%

Total Lot SF 13200

Total Amount Impervious Surface 3824

Driveways and Walkways 614

Lot Coverage SF 3210

Max Allowed Proposed

IMPERVIOUS COVERAGE TABLE
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PLAN NOTES
FAN SHALL BE 2-SPEED: 30 CFM CONTINIOUS LOW SETTING AND 50 CFM HIGH 
SPEED ACTIVATED BY LIGHT SWITH OR OCCUPANCY SENSOR
• 100 CFM, INTERMITTENTLY OPERATED ON SWITCH, AT KITCHENS
• 50 CFM, HIGH SPEED ACTIVATED BY LIGHT SWITCH OR OCCUPANCY SENSOR,

AT BATHROOM AND LAUNDRY ROOM

F

SMOKE DETECTORSD

CARBON MONOXIDE DETECTORCO

WALL TYPEW1

DOOR TYPED1

WINDOW TYPEA

EXISTING  WALL

NEW CONSTRUCTION

EXTERIOR WALL WITH SIDING
R-21 INSULATION. U-VALUE 0.056W1

WALL 2X6 W2

WALL 2X4W3

CONCRETE WALL X 6W4

WALL 2X2W5

DUE TO LIMITED SITE AND PROJECT INFORMATION, ATVAGA ACCEPTS NO LIABILITY FOR 
THE CONTENT OF THIS FEASIBILITY STUDY OR FOR THE CONSEQUENCES OF ANY 
ACTIONS TAKEN ON THE BASIS OF THE INFORMATION PROVIDED IN THIS FEASIBILITY 
STUDY.
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PLAN NOTES
FAN SHALL BE 2-SPEED: 30 CFM CONTINIOUS LOW SETTING AND 50 CFM HIGH 
SPEED ACTIVATED BY LIGHT SWITH OR OCCUPANCY SENSOR
• 100 CFM, INTERMITTENTLY OPERATED ON SWITCH, AT KITCHENS
• 50 CFM, HIGH SPEED ACTIVATED BY LIGHT SWITCH OR OCCUPANCY SENSOR,

AT BATHROOM AND LAUNDRY ROOM

F

SMOKE DETECTORSD

CARBON MONOXIDE DETECTORCO

WALL TYPEW1

DOOR TYPED1

WINDOW TYPEA

EXISTING  WALL

NEW CONSTRUCTION

EXTERIOR WALL WITH SIDING
R-21 INSULATION. U-VALUE 0.056W1

WALL 2X6 W2

WALL 2X4W3

CONCRETE WALL X 6W4

WALL 2X2W5

DUE TO LIMITED SITE AND PROJECT INFORMATION, ATVAGA ACCEPTS NO LIABILITY FOR 
THE CONTENT OF THIS FEASIBILITY STUDY OR FOR THE CONSEQUENCES OF ANY 
ACTIONS TAKEN ON THE BASIS OF THE INFORMATION PROVIDED IN THIS FEASIBILITY 
STUDY.
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1.

PLAN NOTES
FAN SHALL BE 2-SPEED: 30 CFM CONTINIOUS LOW SETTING AND 50 CFM HIGH 
SPEED ACTIVATED BY LIGHT SWITH OR OCCUPANCY SENSOR
• 100 CFM, INTERMITTENTLY OPERATED ON SWITCH, AT KITCHENS
• 50 CFM, HIGH SPEED ACTIVATED BY LIGHT SWITCH OR OCCUPANCY SENSOR,

AT BATHROOM AND LAUNDRY ROOM

F

SMOKE DETECTORSD

CARBON MONOXIDE DETECTORCO

WALL TYPEW1

DOOR TYPED1

WINDOW TYPEA

EXISTING  WALL

NEW CONSTRUCTION

EXTERIOR WALL WITH SIDING
R-21 INSULATION. U-VALUE 0.056W1

WALL 2X6 W2

WALL 2X4W3

CONCRETE WALL X 6W4

WALL 2X2W5

DUE TO LIMITED SITE AND PROJECT INFORMATION, ATVAGA ACCEPTS NO LIABILITY FOR 
THE CONTENT OF THIS FEASIBILITY STUDY OR FOR THE CONSEQUENCES OF ANY 
ACTIONS TAKEN ON THE BASIS OF THE INFORMATION PROVIDED IN THIS FEASIBILITY 
STUDY.
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PLAN NOTES
FAN SHALL BE 2-SPEED: 30 CFM CONTINIOUS LOW SETTING AND 50 CFM HIGH 
SPEED ACTIVATED BY LIGHT SWITH OR OCCUPANCY SENSOR
• 100 CFM, INTERMITTENTLY OPERATED ON SWITCH, AT KITCHENS
• 50 CFM, HIGH SPEED ACTIVATED BY LIGHT SWITCH OR OCCUPANCY SENSOR,

AT BATHROOM AND LAUNDRY ROOM
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WALL TYPEW1
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EXISTING  WALL

NEW CONSTRUCTION

EXTERIOR WALL WITH SIDING
R-21 INSULATION. U-VALUE 0.056W1

WALL 2X6 W2

WALL 2X4W3

CONCRETE WALL X 6W4

WALL 2X2W5

DUE TO LIMITED SITE AND PROJECT INFORMATION, ATVAGA ACCEPTS NO LIABILITY FOR 
THE CONTENT OF THIS FEASIBILITY STUDY OR FOR THE CONSEQUENCES OF ANY 
ACTIONS TAKEN ON THE BASIS OF THE INFORMATION PROVIDED IN THIS FEASIBILITY 
STUDY.
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FAN SHALL BE 2-SPEED: 30 CFM CONTINIOUS LOW SETTING AND 50 CFM HIGH 
SPEED ACTIVATED BY LIGHT SWITH OR OCCUPANCY SENSOR
• 100 CFM, INTERMITTENTLY OPERATED ON SWITCH, AT KITCHENS
• 50 CFM, HIGH SPEED ACTIVATED BY LIGHT SWITCH OR OCCUPANCY SENSOR,
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DUE TO LIMITED SITE AND PROJECT INFORMATION, ATVAGA ACCEPTS NO LIABILITY FOR 
THE CONTENT OF THIS FEASIBILITY STUDY OR FOR THE CONSEQUENCES OF ANY 
ACTIONS TAKEN ON THE BASIS OF THE INFORMATION PROVIDED IN THIS FEASIBILITY 
STUDY.
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1/4" = 1'-0"1 North elevation. ADU-Proposal

1/4" = 1'-0"2 South elevation. ADU-Proposal
1/4" = 1'-0"5 West elevation. ADU-Proposal
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Existing room specification
Number Level Name Area Comments

01 Basement Storage 133.91 SF Existing
02 Basement Hall 160.15 SF Existing
03 Basement Bathroom-3 39.94 SF Existing
04 Basement Recreation room 257.92 SF Existing
05 Basement Bedroom-3 191.43 SF Existing
06 Basement Laundry 222.86 SF Existing
07 Basement Storage 56.67 SF Existing
08 1-st level Living room 320.57 SF Existing
09 1-st level Dining room 149.14 SF Existing
10 1-st level Kitchen 240.53 SF Existing
11 1-st level PDR 21.35 SF Existing
12 1-st level Office space 97.19 SF Existing
13 1-st level Foyer 18.53 SF Existing
14 1-st level Closet 12.00 SF Existing
15 1-st level Closet 3.11 SF Existing
16 1-st level Deck 329.03 SF Existing
17 2-nd level Storage 8.62 SF Existing
18 2-nd level Storage 5.36 SF Existing
19 2-nd level Storage 5.31 SF Existing
20 2-nd level Master Bedroom 296.09 SF Existing
21 2-nd level Master Bathroom 71.16 SF Existing
22 2-nd level Walk in closet 35.97 SF Existing
23 2-nd level Bedroom 2 128.57 SF Existing
24 2-nd level Closet 7.41 SF Existing
25 2-nd level Closet 4.97 SF Existing
26 2-nd level Hall-1 38.74 SF Existing
27 2-nd level Bathroom 2 60.61 SF Existing

Total: 27 2,917.13 SF

Proposal room specification
Number Level Name Area Comments

10 1-st level (E)Kitchen 207.87 SF Proposal
16 1-st level Deck 466.71 SF Proposal
28 1-st level MUD ROOM 79.40 SF Proposal
29 1-st level. ADU Garage 671.75 SF Proposal
30 1-st level. ADU Bathroom 1 Redundant

Room Proposal

31 2-nd level. ADU Hall 221.75 SF Proposal
32 2-nd level. ADU Kitchen 129.50 SF Proposal
33 2-nd level. ADU Bathroom 2 39.00 SF Proposal
34 2-nd level. ADU Closet 16.00 SF Proposal
35 2-nd level. ADU Closet 16.00 SF Proposal
36 2-nd level. ADU Bedroom 1 92.75 SF Proposal
37 2-nd level. ADU Bedroom 2 139.75 SF Proposal

Total: 12 2,080.48 SF

Existing door schedule
Mark Door Type Level Width Height Area Count Function Comments
D1 Single door Basement 3' - 0" 6' - 8" 20.00 SF 1 Exterior EXISTING
D1 Single door 1-st level 3' - 0" 6' - 8" 20.00 SF 1 Exterior EXISTING
D2 Single door Basement 2' - 8" 6' - 8" 17.78 SF 1 Exterior EXISTING
D2 Single door 1-st level 2' - 8" 6' - 8" 17.78 SF 1 Exterior EXISTING
D2* Single door Basement 2' - 8" 6' - 8" 53.33 SF 3 Interior EXISTING
D2* Single door 1-st level 2' - 8" 6' - 8" 35.56 SF 2 Interior EXISTING
D3 Single door Basement 2' - 6" 6' - 8" 16.67 SF 1 Interior EXISTING
D3 Single door 1-st level 2' - 6" 6' - 8" 16.67 SF 1 Interior EXISTING
D3 Single door 2-nd level 2' - 6" 6' - 8" 50.00 SF 3 Interior EXISTING
D4 Single door Basement 2' - 10" 6' - 8" 18.89 SF 1 Interior EXISTING
D4 Single door 1-st level 2' - 10" 6' - 8" 37.78 SF 2 Interior EXISTING
D5 Double door Basement 5' - 0" 6' - 2" 61.67 SF 2 Interior EXISTING
D6 Double door 1-st level 6' - 2" 6' - 8" 41.11 SF 1 Interior EXISTING
D7 Single door 1-st level 2' - 2" 6' - 8" 28.89 SF 2 Interior EXISTING
D8 Single door 1-st level 2' - 0" 6' - 8" 13.33 SF 1 Interior EXISTING
D8 Single door 2-nd level 2' - 0" 6' - 8" 26.67 SF 2 Interior EXISTING
D9 Single door 1-st level 1' - 10" 6' - 8" 12.22 SF 1 Interior EXISTING
D10 Single door 2-nd level 2' - 0" 2' - 6" 10.00 SF 2 Interior EXISTING
D11 Single door 2-nd level 1' - 6" 6' - 8" 10.00 SF 1 Interior EXISTING
D12 Single door 2-nd level 2' - 4" 6' - 8" 15.56 SF 1 Interior EXISTING
D13 Single door 2-nd level 2' - 0" 3' - 6" 21.00 SF 3 Interior EXISTING

Total: 33 544.89 SF 33

Proposal door schedule
Mark Door Type Level Width Height Area Count Function Comments
D1 Single door 1-st level. ADU 3' - 0" 6' - 8" 20.00 SF 1 Exterior PROPOSAL
D1 Single door 2-nd level. ADU 3' - 0" 6' - 8" 20.00 SF 1 Exterior
D2 Single door 1-st level. ADU 2' - 8" 6' - 8" 17.78 SF 1 Exterior PROPOSAL
D2 Single door 1-st level 2' - 8" 6' - 8" 17.78 SF 1 Exterior PROPOSAL
D3 Single door 1-st level. ADU 2' - 6" 6' - 8" 16.67 SF 1 Interior
D3 Single door 1-st level 2' - 6" 6' - 8" 16.67 SF 1 Interior PROPOSAL
D3 Single door 2-nd level. ADU 2' - 6" 6' - 8" 50.00 SF 3 Interior PROPOSAL
D4 Single door 2-nd level 2' - 10" 6' - 8" 18.89 SF 1 Exterior PROPOSAL
D5 1-st level. ADU 8' - 0" 7' - 0" 56.00 SF 1 Exterior PROPOSAL
D6 Bi-Pass door 1-st level 4' - 0" 7' - 0" 28.00 SF 1 Exterior PROPOSAL
D7 Double Bi-Fold door 2-nd level. ADU 6' - 0" 6' - 8" 80.00 SF 2 Interior PROPOSAL
D8 1-st level. ADU 8' - 0" 7' - 0" 56.00 SF 1 Exterior
D11 1-st level. ADU 3' - 0" 6' - 8" 20.00 SF 1

Total: 16 417.78 SF 16

Existing window schedule
Mark Level Operation Width Height Sill Height Head

Height Area Count U-Factor Comments

A Basement Sliding 3' - 10" 3' - 4" 3' - 0" 6' - 4" 38.33 SF 3 0.3 EXISTING
B Basement Sliding 4' - 0" 3' - 2" 3' - 4" 6' - 6" 12.67 SF 1 0.3 EXISTING
C Basement Fixed 2' - 3" 2' - 10" 3' - 6" 6' - 4" 31.88 SF 5 0.3 EXISTING
D 1-st level Fixed 2' - 3" 2' - 8" 4' - 2" 6' - 10" 18.00 SF 3 0.3 EXISTING
E 1-st level Single hung 2' - 8" 4' - 8" 2' - 0" 6' - 8" 149.33 SF 12 0.3 EXISTING
F 1-st level Single hung 2' - 8" 3' - 6" 3' - 8" 7' - 2" 9.33 SF 1 0.3 EXISTING
G 1-st level Single hung 1' - 6" 4' - 0" 2' - 8" 6' - 8" 6.00 SF 1 0.3 EXISTING
H 1-st level Single hung 2' - 6" 4' - 8" 2' - 0" 6' - 8" 11.67 SF 1 0.3 EXISTING
I 2-nd level Single hung 2' - 10" 3' - 10" 2' - 10" 6' - 8" 43.44 SF 4 0.3 EXISTING
J 2-nd level Fixed 2' - 10" 3' - 10" 2' - 10" 6' - 8" 43.44 SF 4 0.3 EXISTING
K 2-nd level Fixed 2' - 2" 2' - 8" 3' - 0" 5' - 8" 5.78 SF 1 0.3 EXISTING
L 2-nd level Sliding 4' - 7" 3' - 7" 2' - 10" 6' - 5" 32.85 SF 2 0.3 EXISTING

Total: 38 402.72 SF 38

Proposal window schedule

Type Mark Level Operation Width Height Sill Height Head
Height Area Count U-Factor Comments

A 1-st level Sliding 3' - 10" 3' - 4" 3' - 4" 6' - 8" 25.56 SF 2 0.3 PROPOSAL
C 2-nd level. ADU Fixed 2' - 3" 2' - 10" <varies> <varies> 25.50 SF 4 0.3 PROPOSAL
E 1-st level. ADU Single hung 2' - 8" 4' - 8" 2' - 0" 6' - 8" 24.89 SF 2 0.3 PROPOSAL
F 1-st level Fixed 3' - 0" 4' - 8" 2' - 0" 6' - 8" 14.00 SF 1 0.3 PROPOSAL
G 1-st level Single hung 1' - 6" 4' - 0" 2' - 8" 6' - 8" 6.00 SF 1 0.3 PROPOSAL
I 1-st level Fixed 2' - 0" 4' - 8" 2' - 0" 6' - 8" 18.67 SF 2 0.3 PROPOSAL
M 2-nd level. ADU Sliding 6' - 0" 4' - 0" 3' - 0" 7' - 0" 72.00 SF 3 0.3 PROPOSAL
O 2-nd level. ADU Sliding 6' - 0" 2' - 10" 3' - 8" 6' - 6" 51.00 SF 3 0.3 PROPOSAL
P 2-nd level Skylight 4' - 0" 5' - 0" 60.00 SF 3 0.3 PROPOSAL

Total: 21 297.61 SF 21
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